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OVERFLOW DRAIN
LOCATION

ROOF DRAIN SUMP.
SLPOE TO DRAIN 1/2" PLF

1/4"/FT POSITIVE MIN
SLOPE ON CRICKET

OVERFLOW DRAIN
LOCATION

BEGINNING OF
1/2"/FT SLOPE
TAPERED
INSULATION

ADJUSTABLE OVERFLOW
DRAIN COLLAR

SET TOP OF  OVERFLOW
SLEEVE ELVATION 2" ABOVE
ROOF DRAIN ELEVATION.

ROOF DRAIN ASSEMBLY

BEGINNING OF 1/2"/FT
SLOPE TAPERED
INSULATION

ROOFING SYSTEM

OVERFLOW
DRAIN LOCATION

ROOF DRAIN

1/2"/FT
SLOPE

SECTION

PLAN

ENLARGED

4"

2"

TOTAL ROOF
INSULATION THICKNESS

.

.

..

.

.

..

.

.

1/2"/FT
SLOPE

1/2"/FT
SLOPE

1/2"/FT
SLOPE

2' - 0" 2' - 0"

3' - 0"

4' - 0"

4'
 -

 0
"

3'
 -

 0
"

MEMBRANE SEAMS SHALL

NOT INTERSECT DRAIN

CLAMPING RING.

DECK CLAMP

INSULATION- R10 MIN.

AT DRAIN

SEALANT BETWEEN DRAIN BOWL

FLANGE AND ROOF MEMBRANE

HOLE IN MEMBRANE

LARGER THAN DRAIN PIPE

DIAMETER

ROUND CUT IN

MEMBRANE; 1'' PAST CLAMPING RING

DRAIN BOWL

CLAMPING RING

ROOF DECK

DRAIN STRAINER

ROOF

MEMBRANE

ROOF SYSTEM VARIES

MEMBRANE SEAMS SHALL

NOT INTERSECT DRAIN

CLAMPING RING.

DECK CLAMP

INSULATION- R10 MIN.

AT DRAIN

SEALANT BETWEEN DRAIN BOWL
FLANGE AND ROOF MEMBRANE

HOLE IN MEMBRANE LARGER THAN

DRAIN PIPE DIAMETER

ROUND CUT IN

MEMBRANE; 1'' PAST CLAMPING RING

DRAIN BOWL

CLAMPING RING

ROOF DECK

DRAIN STRAINER

ROOF

MEMBRANE

ROOF SYSTEM VARIES

WATER DAM

WOOD NAILERS AND CURB

ROOF DECK

ROOF SYSTEM VARIES

METAL OR GYPSUM LINER

VARIES

REINFORCED MEMBRANE

ATTACHMENT STRIP WITH
SEAM PLATES AND

FASTENERS

THERMOSET ROOF

MEMBRANE

INSULATE VOID FOR COLD

STACKS

REMOVABLE SHEET METAL

COUNTERFLASHING

07620

FLASHING MEMBRANE 8''

MIN. HEIGHT

GASKETED FASTENERS

MINIMUM TWO FASTENERS

PER SIDE

TEMPERATURE

APPROPRIATE ELASTOMERIC

SEALANT

DRAWBAND OR WELD

UMBRELLA TO STACK

ISOLATED STACK FLASHING (HOT OR COLD)

SHEET METAL ENCLOSURE

WITH REMOVABLE TOP -

CROSSBREAK OR SLOPE

FOR DRAINAGE

INSULATE VOID

TO PREVENT
CONDENSATION

SHEET METAL OR

FLEX-TUBE COLLAR

SLOPE PIPES DOWN AND

AWAY FROM HOOD

REMOVABLE SHEET METAL

COUNTERFLASHING

ROOF DECK

THERMOSET ROOF

MEMBRANE

ROOF SYSTEM VARIES

GASKETED FASTENERS
MINIMUM

TWO FASTENERS PER SIDE

SHEET METAL

FLASHING RECEIVER

WOOD NAILERS AND CURB

MIN. 4'' CLEARANCE

FROM PIPE TO TOP OF CURB -

MIN. 2'' BETWEEN PIPES

PITCH POCKETS ARE NOT ACCEPTABLE.

REINFORCED MEMBRANE

ATTACHMENT STRIP WITH

SEAM PLATES AND

FASTENERS

FLASHING MEMBRANE 8"

MIN. HEIGHT

ENCLOSURE FOR MULTIPLE PIPING/CONDUIT

ROOF SYSTEM VARIES

ROOF MEMBRANE

SEALANT

WOOD NAILERS

ROOF DECK

COPING/COUNTERFLASHING

LAP ROOF MEMBRANE OVER PARAPET
BLOCKING AND FASTEN

WOOD BLOCKING

FOURTH LEVEL/ROOF
1546' - 7 3/4"

2"

EXISTING WALL
ASSEMBLY

EXISTING FLOORING &
STRUCTURE

STL BEAM. REFERENCE
STRUCTURAL.

SEALANT. SAWCUT
 MORTAR JOINT

METAL COUNTERFLASHING

RATED EXPANSION JOINT
COVER

2" EXPANSION MATERIAL/
 INSULATION

2HR FIRE RATED BARRIER

TREATED WOOD
BLOCKING

R1

REGLET. REF. SPECIFICATIONS

STEEL ANGLE. REFERENCE
STRUCTURAL

SECOND LEVEL
1522' - 9 3/4"

EXISTING STRUCTURE. REFERENCE
STRUCTURAL.

EXISTING DOOR AND FRAME
SYSTEM.

F2

STEEL CHANNEL FASTENED TO BEAMS @ 4' O.C
REFERENCE STRUCTURAL.

1/2" PLYWOOD
SHEATHING

3" EIFS SOFFIT

CONTINUOUS BEAD OF SEALANT

STRUCTURAL STEEL BEAM.
REFERENCE STRUCTURAL.

7/8" HAT CHANNELS

SECOND LEVEL
1522' - 9 3/4"

GRID0S

2'
-6

 1
/2

"

E1

BRICK TIE @ 16" O.C. MAX.
REFERENCE SPECIFICATIONS

MORTAR  NET. TYP.

CONTINUOUS METAL - COPPER
FLASHING. REFERENCE SPECS.

STEEL GUSSET PLATE

1'-2"

PRECAST COLUMN COVER.
REFERENCE

SPECIFICATIONS.

METAL PLATE WELDED TO
GUSSET PLATE. PAINT TO MATCH

BRICK.

BATT INSULATION - FILL CAVITY

STEEL BEAM. REFERENCE
STRUCTURAL

STEEL CHANNELS @ 4' O.C.
REF. STRUCTURAL.

TREATED WOOD BLOCKING

1/2" CONTINUOUS BEAD OF
SEALANT

3" EIFS SOFFIT ON 7/8" HAT
CHANNELS @ 24" O.C.

1"

5/8" GYPSUM BOARD
SHEATHING

1/2" PLYWOOD
SHEATHING

METAL STUD FRAMING

FOURTH LEVEL/ROOF
1546' - 7 3/4"

PREFINISHED METAL
CAP

STEEL COLUMN

SEAL AT ALL OPENINGS
W/ BATT INSULATION

TREATED WOOD BLOCKING

TREATED WOOD BLOCKING

R1

6"

WRAP EPDM UP AND OVER
RIGID INSULATION ADDN. 4"

EXISTING/ NEW WALL ASSEMBLY

4" 

12"

2"

RATED EXPANSION JOINT
COVER

2HR RATED
EXPANSION FILLER

EXISTING WALL ASSEMBLY

FLOOR ASSEMBLY

STEEL STRUCTURE.
REF. STRUCTURAL

S2F

S2F

F2

FIRST LEVEL
1510' - 10 3/4"

1

FIRST LEVEL MECH
1511' - 11 3/4"

TREATED WOOD
BLOCKING @ LOUVER
OPENING

E1

BRICK TIE @ 16" O.C. MAX.
REF. SPECIFICATIONS.

CONTINUOUS MTL - FLASHING.
REFERENCE SPECIFICATIONS.

LOUVER. PAINT TO MATCH
BRICK.

CONTINUOUS BEAD
OF SEALANT

5/8" GYPSUM BOARD
RETURN @ SILL.

6" METAL STUD

6" METAL STUD

MORTAR NET. TYP.

CONTINUOUS METAL
FLASHING AT
ROUGH OPENING

CONTINUOUS BEAD OF
SEALANT. MATCH BRICK

EXISTING WALL ASSEMBLY

BATT INSULATION -
FILL CAVITY

SECOND LEVEL
1522' - 9 3/4"

1S

1/2" SEALANT. MATCH
FLOORING COLOR

1/2" EXPANSION
JT FILLER

EXISTING FLOORING SYSTEM.
REFERENCE STRUCTURAL

EXISTING STRUCTURE.
REFERENCE STRUCTURAL

FOURTH LEVEL/ROOF
1546' - 7 3/4"

1

PARAPET
1550' - 7 3/4"

1

E1

R1

PRECAST COPING

5-AE503

5C

METAL COUNTERFLASHING

FLASHING MEMBRANE

TERMINATION BAR FASTENED
12" O.C.

SPLICE TAPE

RUN MEMBRANE UP WALL SHEATHING
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RPA Design
Suite 500.
Charlotte, NC 28210
Phone 704-887-3500
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VA Medical Center
2501 W. 22nd Street, PO Box 5046
Sioux Falls, SD 57117-5046

EXTERIOR DETAILS

5-AE502

100% CONSTRUCTION DOCUMENTS

Acute Inpatient Medical Unit Addition
and Renovation

Sioux Falls VA Health Care System

EOO08/06/12 RAH
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 1" = 1'-0"1C
ROOF DRAIN AND OVERFLOW DRAIN DETAILS

 6" = 1'-0"1E
ROOF DRAIN

 6" = 1'-0"1F
OVERFLOW DRAIN

 6" = 1'-0"2E
STACK FLASHING

 6" = 1'-0"2F
PENETRATION DETAIL

 6" = 1'-0"4F
BASE FLASHING

 1 1/2" = 1'-0"6B
EXPANSION JT @ ROOF

 1 1/2" = 1'-0"7E
SOFFIT DETAIL AT FACE OF WALL

 1 1/2" = 1'-0"3E
EXTERIOR DETAIL @ SOFFIT

 1 1/2" = 1'-0"8B
STEEL COLUMN THROUGH ROOF & COLUMN COVER

 1 1/2" = 1'-0"8E
EXPANSION JOINT @ FLR-WALL TRANSITION

 1 1/2" = 1'-0"8F
WALL BASE AT FIRT FLOOR MECH.

 1 1/2" = 1'-0"7F
ISOLATION JOINT DETAIL

 3/4" = 1'-0"4B
PARAPET DETAIL
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